
Laboratory Report

Lead in School Taps, KESPROJECT:

DATE RECEIVED:

WORK ORDER:

DATE REPORTED:

200674Champlain Valley Edu Services

PO Box 455

1443 Military Turnpike

Plattsburgh, NY  12901
Atten: Tom Smith

December 05, 2025

2511-40379

Randall Pray

Enclosed please find the results of the analyses performed for the samples referenced on the 
attached chain of custody located at the end of this report.   
 

The column labeled Lab/Tech in the accompanying report denotes the laboratory facility 
where the testing was performed and the technician who conducted the assay.  A "W" designates 
the Williston, VT lab under NELAC certification ELAP 11263; "R" designates the Lebanon, NH 
facility under certification NH 2037 and “N” the Plattsburgh, NY lab under certification ELAP 
11892.    “Sub” indicates the testing was performed by a subcontracted laboratory.  The 
accreditation status of the subcontracted lab is referenced in the corresponding NELAC and Qual 
fields.   

 
This NELAC column also denotes the accreditation status of each laboratory for each 

reported parameter.  “A” indicates the referenced laboratory is NELAC accredited for the 
parameter reported.  “N” indicates the laboratory is not accredited.  “U” indicates that NELAC 
does not offer accreditation for that parameter in that specific matrix. Test results denoted with an 
“A” meet all National Environmental Laboratory Accreditation Program requirements except 
where denoted by pertinent data qualifiers.  Test results are representative of the samples as they 
were received at the laboratory. 

 
 
Endyne, Inc. warrants, to the best of its knowledge and belief, the accuracy of the analytical 

test results contained in this report, but makes no other warranty, expressed or implied, especially 
no warranties of merchantability or fitness for a particular purpose.  

November 19, 2025
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SAMPLER:

Reviewed by:

Christina A Lafountain

Laboratory Director   Plattsburgh, NY

 ELAP 11263
160 James Brown Dr., Williston, VT 05495

Ph  802-879-4333          Fax 802-879-7103

www.endynelabs.com

315 New York Rd.,   Plattsburgh, NY 12903    

 Ph  518-563-1720   Fax  518-563-0052
ELAP 11892
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CLIENT:
PROJECT: Lead in School Taps, KES

WORK ORDER:
DATE RECEIVED:

2511-40379
11/19/25

001 Date Sampled: 11/14/25Site: KES 182 Bottle Station  5:01 Stagnant:  12.02 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

002 Date Sampled: 11/14/25Site: KES 182 Bubbler 17:01 Stagnant:  24.02 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

003 Date Sampled: 11/14/25Site: KES Ice Machine  6:20 Stagnant:  13.33 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

Digested 12/3/25 RSBW AEPA 200.7/200.8Metals Digestion HNO3-HCl

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

004 Date Sampled: 11/14/25Site: KES Kitchen 3-Bay  5:04 Stagnant:  12.07 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

005 Date Sampled: 11/14/25Site: KES Kitchen Handwash  5:04 Stagnant:  12.07 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

006 Date Sampled: 11/14/25Site: KES Dish Rm Hand Wash  5:06 Stagnant:  12.10 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

0.0038 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

007 Date Sampled: 11/14/25Site: KES Dish Rm 3-Bay  5:07 Stagnant:  12.12 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

008 Date Sampled: 11/14/25Site: KES 175 Bubbler  5:10 Stagnant:  12.17 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

009 Date Sampled: 11/14/25Site: KES Rm 166 Sink  5:20 Stagnant:  12.33 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

010 Date Sampled: 11/14/25Site: KES Rm 166 Bubbler  5:20 Stagnant:  12.33 Hrs  Time:
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Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

011 Date Sampled: 11/14/25Site: KES Rm 153 Sink  5:22 Stagnant:  12.37 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

012 Date Sampled: 11/14/25Site: KES Rm 153 Bubbler  5:22 Stagnant:  12.37 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

013 Date Sampled: 11/14/25Site: KES Rm 154 Sink  5:24 Stagnant:  12.40 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

014 Date Sampled: 11/14/25Site: KES Rm 154 Bubbler  5:24 Stagnant:  12.40 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

015 Date Sampled: 11/14/25Site: KES Rm 165 Sink  5:26 Stagnant:  12.43 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

016 Date Sampled: 11/14/25Site: KES Rm 165 Bubbler  5:26 Stagnant:  12.43 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

017 Date Sampled: 11/14/25Site: KES Rm 155 Sink  5:27 Stagnant:  12.45 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

018 Date Sampled: 11/14/25Site: KES Rm 155 Bubbler  5:27 Stagnant:  12.45 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

019 Date Sampled: 11/14/25Site: KES Rm 164 Sink  5:30 Stagnant:  12.50 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total
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020 Date Sampled: 11/14/25Site: KES Rm 164 Bubbler  5:30 Stagnant:  12.50 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

021 Date Sampled: 11/14/25Site: KES Rm 156 Sink  5:31 Stagnant:  12.52 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

022 Date Sampled: 11/14/25Site: KES Rm 156 Bubbler  5:31 Stagnant:  12.52 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

023 Date Sampled: 11/14/25Site: KES Rm 157 Sink  5:32 Stagnant:  12.53 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

024 Date Sampled: 11/14/25Site: KES Rm 157 Bubbler  5:32 Stagnant:  12.53 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

025 Date Sampled: 11/14/25Site: KES Rm 161 Sink  5:34 Stagnant:  12.57 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

026 Date Sampled: 11/14/25Site: KES Rm 161 Bubbler  5:34 Stagnant:  12.57 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

027 Date Sampled: 11/14/25Site: KES Rm 158 Sink  5:36 Stagnant:  12.60 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

028 Date Sampled: 11/14/25Site: KES Rm 158 Bubbler  5:36 Stagnant:  12.60 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

029 Date Sampled: 11/14/25Site: KES Rm 160 Sink  5:38 Stagnant:  12.63 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.
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< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

030 Date Sampled: 11/14/25Site: KES Rm 160 Bubbler  5:36 Stagnant:  12.60 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

031 Date Sampled: 11/14/25Site: KES Rm 159 Sink  5:40 Stagnant:  12.67 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

032 Date Sampled: 11/14/25Site: KES Rm 159 Bubbler  5:40 Stagnant:  12.67 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

033 Date Sampled: 11/14/25Site: KES Rm 120 Sink  5:44 Stagnant:  12.73 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

034 Date Sampled: 11/14/25Site: KES Rm 121 Sink  5:44 Stagnant:  12.73 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

035 Date Sampled: 11/14/25Site: KES Rm 118 Sink  5:45 Stagnant:  12.75 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

0.0012 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

036 Date Sampled: 11/14/25Site: KES Rm 117 Sink  5:47 Stagnant:  12.78 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

037 Date Sampled: 11/14/25Site: KES Rm 117 Bubbler  5:47 Stagnant:  12.78 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

038 Date Sampled: 11/14/25Site: KES Rm 108 Sink  5:50 Stagnant:  12.83 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total
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039 Date Sampled: 11/14/25Site: KES Rm 108 Bubbler  5:50 Stagnant:  12.83 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

040 Date Sampled: 11/14/25Site: KES Rm 116 Sink  5:51 Stagnant:  12.85 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

041 Date Sampled: 11/14/25Site: KES Rm 116 Bubbler  5:51 Stagnant:  12.85 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

042 Date Sampled: 11/14/25Site: KES Rm 109 Sink  5:53 Stagnant:  12.88 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

043 Date Sampled: 11/14/25Site: KES Rm 109 Bubbler  5:53 Stagnant:  12.88 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

044 Date Sampled: 11/14/25Site: KES Rm 115 Sink  5:55 Stagnant:  12.92 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

045 Date Sampled: 11/14/25Site: KES Rm 115 Bubbler  5:55 Stagnant:  12.92 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

046 Date Sampled: 11/14/25Site: KES Rm 110 Sink  5:57 Stagnant:  12.95 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

047 Date Sampled: 11/14/25Site: KES Rm 110 Bubbler  5:57 Stagnant:  12.95 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

048 Date Sampled: 11/14/25Site: KES Rm 114 Sink  5:58 Stagnant:  12.97 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.



Laboratory Report

Champlain Valley Edu Services

Page 7 of 9

CLIENT:
PROJECT: Lead in School Taps, KES

WORK ORDER:
DATE RECEIVED:

2511-40379
11/19/25

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

049 Date Sampled: 11/14/25Site: KES Rm 114 Bubbler  5:58 Stagnant:  12.97 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

050 Date Sampled: 11/14/25Site: KES Rm 111 Sink  6:01 Stagnant:  13.02 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

051 Date Sampled: 11/14/25Site: KES Rm 111 Bubbler  6:01 Stagnant:  13.02 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

052 Date Sampled: 11/14/25Site: KES Rm 112 Sink  6:02 Stagnant:  13.03 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

053 Date Sampled: 11/14/25Site: KES Rm 113 Sink  6:03 Stagnant:  13.05 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

054 Date Sampled: 11/14/25Site: KES Rm 128 Sink  6:06 Stagnant:  13.10 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

055 Date Sampled: 11/14/25Site: KES Rm 144 Sink  6:07 Stagnant:  13.12 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

056 Date Sampled: 11/14/25Site: KES Rm 144 Bubbler  6:07 Stagnant:  13.12 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

057 Date Sampled: 11/14/25Site: KES Rm 143 Sink  6:09 Stagnant:  13.15 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total
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058 Date Sampled: 11/14/25Site: KES Rm 143 Bubbler  6:10 Stagnant:  13.17 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

059 Date Sampled: 11/14/25Site: KES Rm 141 Sink  6:11 Stagnant:  13.18 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

060 Date Sampled: 11/14/25Site: KES Rm 141 Bubbler  6:12 Stagnant:  13.20 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

061 Date Sampled: 11/14/25Site: KES Rm 142 Sink  6:15 Stagnant:  13.25 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

062 Date Sampled: 11/14/25Site: KES Rm 142 Bubbler  6:15 Stagnant:  13.25 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

063 Date Sampled: 11/14/25Site: KES Rm 140 Sink  6:17 Stagnant:  13.28 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

064 Date Sampled: 11/14/25Site: KES Rm 140 Bubbler  6:17 Stagnant:  13.28 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

065 Date Sampled: 11/14/25Site: KES Rm 139 Sink  6:18 Stagnant:  13.30 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

066 Date Sampled: 11/14/25Site: KES Rm 139 Bubbler  6:18 Stagnant:  13.30 Hrs  Time:

Analysis DateMethodParameter Result NELACLab/TechUnits Qual.

< 0.0010 mg/L 12/4/25 RSBW AEPA 200.8Lead, Total

Test results comply with all NELAC requirements unless otherwise noted. This Laboratory Report includes the client’s 

COC sample documentation and shall not be reproduced except in full, without written approval of the laboratory.



Laboratory Report

Champlain Valley Edu Services

Page 9 of 9

CLIENT:
PROJECT: Lead in School Taps, KES

WORK ORDER:
DATE RECEIVED:

2511-40379
11/19/25










	11-25-2025-11_23_46

